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Kid's Pool

001 - Inspection - Routine

003 - Corrective Action / No Follow up Required

001 - No Further Action Required

38955 OAK GLEN RD, OAK GLEN, CA 92399

Not Specified Not Specified

RECREATIONAL HEALTH - PUBLIC POOL/SPA

Based on an inspection this day, the items marked below identify the violation(s) in operation or facilities which must be corrected. The Permittee has the 

right to a hearing if requested in writing within 15 calendar days of receipt of this notice, to show cause why the permit to operate should not be suspended 

Failure to correct listed violation(s) prior to the designated compliance date may necessitate an additional reinspection at a charge of $61.25 per 15 minutes 

with a minimum time of 30 minutes, and a minimum charge of $122.50
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Inspection Violations

Non-critical Violations

1. Equipment - Flow Meter

Compliance Date not Specified

Not In Compliance

Violation Reference: CCR 24 - 

3124B

Violation Description:  The recirculation system is required to have a flow meter, accurate within 10 percent of actual 

flow located on the return line.

Inspector Comments: Observed no flow meter.

2. Safety - Safety Signs

Compliance Date not Specified

Not In Compliance

Violation Reference: CCR 24 - 

3119B

Violation Description:  Safety signs are required to be conspicuously posted and maintained as to be legible: 

“Warning, No Lifeguard On Duty”, “Occupant Load”,  diagrammatic illustrations of artificial respiration procedures, 

emergency telephone numbers (ambulance, fire, and police or sheriff’s department), warning sign for spa containing 

“Caution” language, “Emergency Shut-off Switch” for spa. “No Diving Allowed” for shallow pools, “Danger: Gaseous 

Oxidizer Chlorine” for gas chlorinators, “No Use Of Pool Allowed After Dark” for pools without a light fixture.

Inspector Comments: Observed no emergency telephone sign and artificial breathing sign.

3. Skimmers - Float Assembly- Air Lock Device

Compliance Date not Specified

Not In Compliance

Violation Reference: CCR 24 - 

3134B.1

Violation Description:  The skimmer shall be provided with an air-lock protective device that shall not permit leakage 

of air into the recirculation suction piping system. This device shall not leak more than 3 gpm of water during normal 

operation.

Inspector Comments: Replace missing float assembly in one skimmer.

4. Skimmers - Equalizer Line

Compliance Date not Specified

Not In Compliance

Violation Reference: CCR 24 - 

3134B

Violation Description:  Skimmer(s) shall have an equalizer line with a check valve.  For a pool or spa with only one 

skimmer, the equalizer line must have an approved anti-vortex cover or a split equalizer line.

Inspector Comments: Replace missing check valves in skimmers.

5. Skimmers - Weir

Compliance Date not Specified

Not In Compliance

Violation Reference: CCR 24 - 

3134

Violation Description:  Skimmer(s) shall have a weir which automatically adjusts to variations of the water level less 

than 4 inches.

Inspector Comments: Replace missing weir gates for skimmers.

CONTINUES...
EHS would appreciate your feedback on this inspection. Click here to take our survey or browse to surveymonkey.com/s/rechealthsurvey
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Inspection Violations (Continued)

Non-critical Violations

6. Structure - Shell Bottom / Sides - Requirement

Compliance Date not Specified

Not In Compliance

Violation Reference: CCR - 

3106B, 65533

Violation Description:  The pool shell must be white in color; free of any projections; free of designs that might 

reasonably be mistaken for, or give the illusion of being a human form; clean and well maintained.  Pool shell and tile 

must be properly maintained.  Exceptions - Spa shell may have a light pastel color.  Benches are permitted in spa 

pool providing that the water depth over the bench does not exceed 24 inches.

Inspector Comments: Observed debris accumulated at bottom of the pool.

7. Plumbing - Backflow Protection

Compliance Date not Specified

Not In Compliance

Violation Reference: CCR 24 - 

3127B

Violation Description:  No direct connection between any domestic water supply system and the pool or its piping 

system is allowed and required to be protected against backflow.

Inspector Comments: Observed a hose refill line without back flow prevention device. Provide back flow prevention 

device.

Overall Inspection Comments

No summary comments have been made for this inspection.

EHS would appreciate your feedback on this inspection. Click here to take our survey or browse to surveymonkey.com/s/rechealthsurvey
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