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DAYS INN & SUITES 4/25/2013

Not Captured

5/09/2013 3/31/2013

5311 LINCOLN AV, CYPRESS CA 90630

FA0006876

 1:41 PM  2:44 PM

Veronica Vazquez

PR0013526 3601
pool(drained)

001 - Inspection - Routine

005 - Corrective Action / Follow up Required

003 - Reinspection Required

1215 HOSPITALITY LN, NEEDLES, CA 92363

Not Specified Not Specified

RECREATIONAL HEALTH - PUBLIC POOL/SPA

Based on an inspection this day, the items marked below identify the violation (s) in operation or facilities which must be corrected. The 

Permittee has the right to a hearing if requested in writing within 15 calendar days of receipt of this notice, to show cause why the permit to 

operate should not be suspended or revoked.

Failure to correct listed violation(s) prior to the designated compliance date may necessitate an additional reinspection at a charge of $ 61.25 

per 15 minutes with a minimum time of 30 minutes, and a minimum charge of $122.50.
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 36K042 Enclosure - Fence Openings/Holes/Gaps ê ê! !CRITICAL
POINTS

NA

Inspector Comments: Ensure to repair or replace fence along pump room. Observed fence with a 1 ft space 

into pump room and pump was open into pool. 

Ensure to keep pump room closed to eliminate access to pool until fence is repaired. Operator locked pump 

room.

Comply by 4/26/2013

Violation Reference  -  CCR 24 - 

3118B(a)2

Complied on 4/25/2013

Violation Description:  Openings, holes, or gaps in the enclosure shall not allow the passage of a 4 inch diameter sphere. The bottom of the enclosure shall 

be within 2 inches of the finished grade.

 36K043 Enclosure - Gate Closure/Latch/Fencing ê ê! !CRITICAL
POINTS

NA

Inspector Comments: Ensure to immediately repair pool gate to be  self closing and latching. Observed pool 

fence not self latching. Operator repaired pool gate to self latch.

Comply by 4/26/2013

Violation Reference  -  HSC - 116049

Complied on 4/25/2013

Violation Description:  All pool gates and/or doors shall be constructed, designed, and maintained to securely close. Gates/doors shall not be propped open 

or left ajar at any time for easy access.  Gates and doors shall open away from the pool.

 36K123 Water Quality - Chlorine - low ê ê! !CRITICAL
POINTS

NA

Inspector Comments: Ensure to maintain a minimum of 1.5 ppm of free chlorine when pool is open for use. 

(1.0 ppm without cyanuric acid).

Observed no detectable chlorine in the pool. Operator attempted to raise chlorine level and tested chlorine at 

1ppm.

Compliance Date not Specified

Violation Reference  -  CCR - 

65529(a)

Complied on 4/25/2013

Violation Description:  Maintain a minimum of 1.5 ppm of free chlorine when pool is open for use. (1.0 ppm without cyanuric acid).

 36K192 Lighting - Pool Light ê ê! !CRITICAL
POINTS

NA

Inspector Comments: Ensure pool lights are in good repair. Unable to verify.

Sign required "no swimming after dark" when pool lights are not provided.

Compliance Date not Specified

Violation Reference  -  CCR 24 - 

3114B.2

Not In Compliance

Violation Description:  Pools used at night shall be euipped with underwater light fixtures that will provide complete illumination to all underwater areas of 

the pool with no blind spots.
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4/25/2013

Veronica Vazquez

 36K102 Safety - Safety Signs

POINTS

NA

Inspector Comments: Ensure to provide safety signs to show “Occupant Load”,  diagrammatic illustrations of 

artificial respiration procedures, emergency telephone numbers (ambulance, fire, and police or sheriff’s 

department).

Observed occupant load and artificial respiration signs missing.

Compliance Date not Specified

Violation Reference  -  CCR 24 - 

3119B

Not In Compliance

Violation Description:  Safety signs are required to be conspicuously posted and maintained as to be legible: “Warning, No Lifeguard On Duty”, “Occupant 

Load”,  diagrammatic illustrations of artificial respiration procedures, emergency telephone numbers (ambulance, fire, and police or sheriff’s department), 

warning sign for spa containing “Caution” language, “Emergency Shut-off Switch” for spa. “No Diving Allowed” for shallow pools, “Danger: Gaseous Oxidizer 

Chlorine” for gas chlorinators, “No Use Of Pool Allowed After Dark” for pools without a light fixture.

 Overall Inspection Comments

Ensure pool pump room is closed at all times when pool is open for use until fence is repaired to close one food 

entrance to pump room.

Call Veronica Vazquez at 1 800-442-2283 with any questions.

Photo Attachments:

No Photo Attachments
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