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SONRISA HOMEOWNERS ASSOCIATION 5/28/2013

Not Captured

11/28/2013 6/30/2013

PO BOX 5022, UPLAND CA 91785

FA0005220

 3:37 PM  4:05 PM

Tin Nguyen

PR0015126 3601
Spa

001 - Inspection - Routine

003 - Corrective Action / No Follow up Required

001 - No Further Action Required

13292 SUNNYSLOPE DR, CHINO HILLS, CA 91710

Not Specified Not Specified

RECREATIONAL HEALTH - PUBLIC POOL/SPA

Based on an inspection this day, the items marked below identify the violation (s) in operation or facilities which must be corrected. The 

Permittee has the right to a hearing if requested in writing within 15 calendar days of receipt of this notice, to show cause why the permit to 

operate should not be suspended or revoked. 86
Failure to correct listed violation(s) prior to the designated compliance date may necessitate an additional reinspection at a charge of $ 61.25 

per 15 minutes with a minimum time of 30 minutes, and a minimum charge of $122.50. SCORE
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 36K444 Equipment - Recirculation Pump/Filter/Separation Tank

POINTS

2

Compliance Date: Not Specified

Not In Compliance

Violation Reference  -  HSC - 3120B, 

3132B, 3141B

Inspector Comments: Observed excessive leak in spa/pool recirculation room. Per operator, there was a leak 

in spa and was repaired, but now spa heater is leaking. Repair/replace leak in spa/pool recirculation room.

Violation Description:  Each pool shall be provided with a separate recirculation system designed for the continuous recirculation, filtration and disinfection 

of the pool water. The pumps, filters and all related parts of the pool water purification system shall be kept in operation whenever the pool is available for 

use. All parts of the pool and related pool facilities and equipment shall be maintained in good repair.

The backwash from a diatomaceous earth filter shall discharge into a separation tank. The wastewater from the separation tank shall discharge into a 

sanitary sewer or other disposal system acceptable to the local wastewater agency.

The direction of flow for the recirculation equipment shall be labeled clearly with directional symbols such as arrows on all piping in the equipment area.

 36K448 Equipment - Flow Meter

POINTS

2

Compliance Date: Not Specified

Not In Compliance

Violation Reference  -  CCR - 3125B

Inspector Comments: Observed flow meter stuck. Repair/replace.

Violation Description:  A flow meter shall be provided on each recirculation system accurate to within 10 percent of flow. Flowmeter shall be maintained in 

good repair, accurately displaying flowrate.

 36K448 Equipment - Flow Meter

POINTS

2

Compliance Date: Not Specified

Not In Compliance

Violation Reference  -  CCR - 3125B

Inspector Comments: 

-Observed flow meter stuck. Repair/replace.

NOTE:

-Maintain spa flow rate at 36 gpm.

Violation Description:  A flow meter shall be provided on each recirculation system accurate to within 10 percent of flow. Flowmeter shall be maintained in 

good repair, accurately displaying flowrate.

 36K454 Maintenance - Cleanliness

POINTS

2

Compliance Date: Not Specified

Not In Compliance

Violation Reference  -  CCR - 65533

Inspector Comments: Observed excessive dirt inside spa. Clean/maintain.

Violation Description:  Floating scum, sputum or debris shall not be allowed to accumulate in the pool. The bottom and sides of the pool shall be cleaned 

as often as necessary to be kept in a clean condition. The sides and bottom of pools, decks and other surfaces shall be kept free of slime and algae.
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 36K460 Skimmers - Requirements

POINTS

2

Compliance Date: Not Specified

Not In Compliance

Violation Reference  -  CCR - 65533, 

3136B

Inspector Comments: Observed skimmer basket missing. Repair/replace.

Violation Description:  The pool shall be equipped with one or more skimming methods to provide continuous skimming of the pool water and shall be 

capable of continually withdrawing not less than 75 percent of the required flow rate. Skimmers and water levels shall be maintained and operated to remove 

floating scum, sputum or debris continuously. The skimmer shall be recessed into the pool wall, individually adjustable for the rate of flow with either an 

external or internal device, provided with an air lock protective device and provided with a removable and cleanable screen or basket to trap objects.

 36K462 Plumbing - Backflow Protection

POINTS

2

Compliance Date: Not Specified

Not In Compliance

Violation Reference  -  CCR - 3141B, 

3118B

Inspector Comments: Provide 1 inch gap between sewer system and backwashing pipe. Observed < 1 inch 

gap between sewer system and backwashing pipe in spa/pool recirculation room.

Violation Description:  There shall be no direct connection between any potable water supply system and the pool or its piping system unless protected by 

a backflow prevention device in accordance with Chapter 6 of the California Plumbing Code.

There shall be no direct connection between the pool, its recirculation system or overflow drain to any sanitary sewer, storm drain or drainage system. 

Potable water outlets with hose attachments shall be protected by a nonremovable hose bibb backflow preventer, a nonremovable hose bibb vacuum 

breaker, or by an atmospheric vacuum breaker.

 36K466 Structure - Pool Shell

POINTS

2

Compliance Date: Not Specified

Not In Compliance

Violation Reference  -  CCR - 3108B

Inspector Comments: Observed spa bottom/sides/steps severely chipped. Re-plaster by next Summer 2014.

Violation Description:  The finished pool shell shall be lined with a smooth waterproof interior finish that will withstand repeated brushing, scrubbing, and 

cleaning procedures. The finish color shall be white. Tiles installed at the waterline shall be of contrasting color. A spa pool may be finished in a light color 

other than white when approved by the enforcing agent. Pool shell shall be maintained in good repair.

 Overall Inspection Comments

pH: 8.0

Chlorine: 6.0 ppm

CYA: < 30 ppm

Flow rate: n/a

Capacity: 1,088 gal

Flow rate: 36 gpm

Surface area: 64 square feet

Occupancy: 6

Photo Attachments:

No Photo Attachments
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