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DAYS INN 7/9/2013

Not Captured

7/23/2013 10/31/2013

1590 COOLWATER LN, BARSTOW, CA 92311

FA0008646

 8:10 AM  8:45 AM

Kathy Taylor

PR0015748 3601
Pool

001 - Inspection - Routine

005 - Corrective Action / Follow up Required

013 - Permit Suspended / Facility Closed

1590 COOLWATER LN, BARSTOW, CA 92311

Not Specified Not Specified

RECREATIONAL HEALTH - PUBLIC POOL/SPA

Based on an inspection this day, the items marked below identify the violation (s) in operation or facilities which must be corrected. The 

Permittee has the right to a hearing if requested in writing within 15 calendar days of receipt of this notice, to show cause why the permit to 

operate should not be suspended or revoked. 88
Failure to correct listed violation(s) prior to the designated compliance date may necessitate an additional reinspection at a charge of $ 61.25 

per 15 minutes with a minimum time of 30 minutes, and a minimum charge of $122.50. SCORE
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 36K404 Water Quality - Critical - High Disinfectant Level ê ê! !CRITICAL
POINTS

4

Compliance Date: Not Specified

Not In Compliance

Violation Reference  -  CCR - 65529

Inspector Comments: Chlorine level found too high today; lower to  10 ppm

Violation Description:  Concentration of available disinfectant shall not exceed approved level. Free chlorine residual shall not exceed 10 ppm.

 36K406 Water Quality - Critical - pH High/Low ê ê! !CRITICAL
POINTS

4

Compliance Date: Not Specified

Not In Compliance

Violation Reference  -  CCR - 65529

Inspector Comments: pH found too low today; raise pH to at least 7.0.  It is best to have pH between 7.4 and 

7.6

Violation Description:  Water shall be maintained in an alkaline condition at a pH between 7.2 and 8.0.

 36K418 Water Quality - Cyanurates

POINTS

2

Compliance Date: Not Specified

Not In Compliance

Violation Reference  -  CCR - 65529

Inspector Comments: Lower cyanuric acid level in pool to be less than 100 ppm.  Observed too high today.

Violation Description:  The cyanuric acid concentration in any pool shall not exceeded 100 ppm.

 36K448 Equipment - Flow Meter

POINTS

2

Compliance Date: Not Specified

Not In Compliance

Violation Reference  -  CCR - 3125B

Inspector Comments: Repair stuck flowmeter; unable to determine gallons per minute.

Violation Description:  A flow meter shall be provided on each recirculation system accurate to within 10 percent of flow. Flowmeter shall be maintained in 

good repair, accurately displaying flowrate.

 Overall Inspection Comments

Pool service will be called at 9:00 am.

Will reinspect pool tomorrow morning.

Photo Attachments:

No Photo Attachments
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