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RESULT:
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SIGNATURE

PERMIT EXPIRATIONREINSPECTION DATE

YUCAIPA SWIMMING POOL 9/13/2013

Not Captured

9/27/2013 7/31/2014

34272 YUCAIPA BL, YUCAIPA CA 92399

FA0006485

 9:37 AM 10:03 AM

Antonio Fields

PR0014847 3601
Pool, Primary

003 - INSPECTION - FOLLOW UP INSPECTION

005 - CORRECTIVE ACTION / FOLLOW UP REQUIR

003 - REINSPECTION REQUIRED

12385 7TH ST, YUCAIPA, CA 92399

Not Specified Not Specified

RECREATIONAL HEALTH - PUBLIC POOL/SPA
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 36K422 Safety - Critical - Unsafe/Hazardous Conditions ê ê! !CRITICAL
POINTS

4

Compliance Date: Not Specified

Not In Compliance

Violation Reference  -  CCR - 

116040, 65545, 116049

Inspector Comments: Observed the GFCI installed on the circuit breaker, however the GFCI was not 

functional during the time of inspection. Facility is currently closed for the pool season and will not open until 

until the 2014 pool season. Ensure the GFCI is functional prior to the opening of the next pool season.

Violation Description:  Every person operating or maintaining a public swimming pool must do so in a sanitary, healthful and safe manner. Unhealthful, 

unsafe or unsanitary conditions include, but are not limited to, the failure to meet clarity, disinfection, pH, safety or bacteriological standards, broken glass on 

pool deck, electrical hazard; chemical storage.

All dry-niche light fixtures, and all underwater wet-niche light fixtures operating at more than 15 volts in public swimming pools shall be protected by a 

ground-fault circuit interrupter in the branch circuit, and all light fixtures in public swimming pools shall have encapsulated terminals. The ground-fault circuit 

interrupter shall comply with Underwriter's Laboratory standards.

 36K429 Safety - Notification - New Sign Requirements

POINTS

NA

Compliance Date: Not Specified

Not In Compliance

Violation Reference  -  CCR 24 - 

3120B

Inspector Comments: 

Violation Description:  Effective September 2012, sign requirements changed. This is not a violation at this time but shall be corrected prior to the 2014 

pool season. Failure to comply may result in a violation. The new sign requirements are as follows:

All signs shall have clearly legible letters or numbers not less than 4 inches high, unless otherwise required, affixed to a wall, pole, gate or similar permanent 

structure in a location visible to all pool users. The following shall be posted:

a) Maximum number of pool users permitted for each pool.

b) "NO DIVING" at pools with a maximum water depth of 6 feet or less.

c) Where no lifeguard service is provided, a warning sign shall be posted stating, "WARNING: NO LIFEGUARD ON DUTY." The sign also shall state in 

letters at least 1 inch high, "Children under the age of 14 shall not use pool without a parent or adult guardian in attendance."

d) An illustrated diagram with text at least 1/4 inch high of artificial respiration and CPR procedures.

e) The emergency telephone number 911, the number of the nearest emergency services and the name and street address of the pool facility.

f) A warning sign for spa pools with "CAUTION" language.

g) Where pools were constructed for which lighting was not required, a sign shall be posted at each pool entrance on the outside of the gate(s) stating, "NO 

USE OF POOL ALLOWED AFTER DARK."

h) A sign shall be posted on the exterior side of gates and doors leading into the pool enclosure area stating, "KEEP CLOSED."

i) A sign in letters at least 1 inch high and in a language or diagram that is clearly stated shall be posted at the entrance area of a public pool which states 

that persons having currently active diarrhea or who have had active diarrhea within the previous 14 days shall not be allowed to enter the pool water.

j) A sign in letters at least 1 inch high shall be posted that describes the requirements for wave pools.

k) A sign shall be posted at each spray ground and be visible from any part of the spray ground that states, "CAUTION: WATER IS RECIRCULATED. DO 

NOT DRINK."

 Overall Inspection Comments

No summary comments have been made for this inspection.

Photo Attachments:

No Photo Attachments
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