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INLAND EMPIRE JOB CORPS 9/25/2013

Not Captured

3/25/2014 6/30/2014

3173 KERRY ST, SAN BERNARDINO CA 92407

FA0005610

 9:46 AM 10:25 AM

Sumedha Singh

PR0007348 3632
Pool

001 - INSPECTION - ROUTINE

003 - CORRECTIVE ACTION / NO FOLLOW UP REQ

001 - NO FURTHER ACTION REQUIRED

3173 KERRY ST, SAN BERNARDINO, CA 92407

Not Specified Not Specified

RECREATIONAL HEALTH - ORGANIZED CAMP POOL

Based on an inspection this day, the items marked below identify the violation (s) in operation or facilities which must be corrected. The 

Permittee has the right to a hearing if requested in writing within 15 calendar days of receipt of this notice, to show cause why the permit to 

operate should not be suspended or revoked. 82
Failure to correct listed violation(s) prior to the designated compliance date may necessitate an additional reinspection at a charge of $ 61.25 

per 15 minutes with a minimum time of 30 minutes, and a minimum charge of $122.50. SCORE
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 36K422 Safety - Critical - Unsafe/Hazardous Conditions ê ê! !CRITICAL
POINTS

4

Compliance Date: Not Specified

Not In Compliance

Violation Reference  -  CCR - 

116040, 65545, 116049

Inspector Comments: Observed GFCI non operational in turning off pool lights. Repair immediately and 

maintain as needed.

Violation Description:  Every person operating or maintaining a public swimming pool must do so in a sanitary, healthful and safe manner. Unhealthful, 

unsafe or unsanitary conditions include, but are not limited to, the failure to meet clarity, disinfection, pH, safety or bacteriological standards, broken glass on 

pool deck, electrical hazard; chemical storage.

All dry-niche light fixtures, and all underwater wet-niche light fixtures operating at more than 15 volts in public swimming pools shall be protected by a 

ground-fault circuit interrupter in the branch circuit, and all light fixtures in public swimming pools shall have encapsulated terminals. The ground-fault circuit 

interrupter shall comply with Underwriter's Laboratory standards.

 36K436 Enclosure - Critical - Enclosure Drowning Hazard ê ê! !CRITICAL
POINTS

4

Compliance Date: Not Specified

Not In Compliance

Violation Reference  -  CCR 24 - 

3119B

Inspector Comments: Observed planter 2-3 feet away for the pool fence near the pump room. Remove planter 

at least 5 feet away from the fencing to ensure fencing is not easily climbable.

Violation Description:  The pool shall be enclosed by one or a combination of the following: a fence; portion of a building; wall; or other approved durable 

enclosure. Doors, windows gates of living units or associated private premises shall not be permitted as part of the pool enclosure. The enclosure shall have 

a minimum effective perpendicular height of 5 feet. Openings, holes or gaps in the enclosure, doors and/or gates shall not allow the passage of a 4-inch 

diameter sphere. The enclosure shall be constructed over a hard and permanent material equivalent to concrete. The enclosure shall be designed and 

constructed so that it cannot be readily climbed by small children.

 36K448 Equipment - Flow Meter

POINTS

2

Compliance Date: Not Specified

Not In Compliance

Violation Reference  -  CCR - 3125B

Inspector Comments: Observed flow meter stuck/non-operational in equipment room. Repair and maintain as 

needed.

Violation Description:  A flow meter shall be provided on each recirculation system accurate to within 10 percent of flow. Flowmeter shall be maintained in 

good repair, accurately displaying flowrate.
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 36K460 Skimmers - Requirements

POINTS

2

Compliance Date: Not Specified

Not In Compliance

Violation Reference  -  CCR - 65533, 

3136B

Inspector Comments: Observed no float assembly in 2 of the 4 skimmers. Provide float assembly and 

maintain as needed.

Violation Description:  The pool shall be equipped with one or more skimming methods to provide continuous skimming of the pool water and shall be 

capable of continually withdrawing not less than 75 percent of the required flow rate. Skimmers and water levels shall be maintained and operated to remove 

floating scum, sputum or debris continuously. The skimmer shall be recessed into the pool wall, individually adjustable for the rate of flow with either an 

external or internal device, provided with an air lock protective device and provided with a removable and cleanable screen or basket to trap objects.

 36K462 Plumbing - Backflow Protection

POINTS

2

Compliance Date: Not Specified

Not In Compliance

Violation Reference  -  CCR - 3141B, 

3118B

Inspector Comments: Observed closed loop system in equipment room. Backwash water is plumbed back 

into pool return line. Closed loop systems are not allowed. Wastewater shall be disposed of properly.

Violation Description:  There shall be no direct connection between any potable water supply system and the pool or its piping system unless protected by 

a backflow prevention device in accordance with Chapter 6 of the California Plumbing Code.

There shall be no direct connection between the pool, its recirculation system or overflow drain to any sanitary sewer, storm drain or drainage system. 

Potable water outlets with hose attachments shall be protected by a nonremovable hose bibb backflow preventer, a nonremovable hose bibb vacuum 

breaker, or by an atmospheric vacuum breaker.

 36K466 Structure - Pool Shell

POINTS

2

Compliance Date: Not Specified

Not In Compliance

Violation Reference  -  CCR - 3108B

Inspector Comments: Observed broken tiles near shallow end of the pool. Repair and maintain as needed.

Violation Description:  The finished pool shell shall be lined with a smooth waterproof interior finish that will withstand repeated brushing, scrubbing, and 

cleaning procedures. The finish color shall be white. Tiles installed at the waterline shall be of contrasting color. A spa pool may be finished in a light color 

other than white when approved by the enforcing agent. Pool shell shall be maintained in good repair.

 36K468 Construction - Markings

POINTS

2

Compliance Date: Not Specified

Not In Compliance

Violation Reference  -  CCR - 3110B

Inspector Comments: Observed large facility logo at the bottom of the pool. No marking, designs or lettering is 

permitted on the pool shell. Logo shall be removed. Flow meter should be functioning at a minimum of 140 

gpm.

Violation Description:  The water depth shall be clearly marked at the following locations: maximum depth; minimum depth; each end; both sides at each 

end; at the break in the bottom slope between the shallow and deep portions of the pool; and along the perimeter of the pool at distances not to exceed 25 

feet. Pools with a maximum water depth greater than 5 feet shall have a slip resistant tile a minimum of 4 inches and not greater than 6 inches wide of a color 

contrasting with the background of the pool shell across the bottom of the pool where the water depth is 4 1/2 feet.  For pool water depths 6 feet and 

shallower no diving markers with the universal symbol of no diving shall be installed on the deck directly adjacent to the depth markers.

No markings, designs or lettering shall be permitted on the pool shell except for slip resistant lane markings, depth marking lines and safety markings.
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 36K429 Safety - Notification - New Sign Requirements

POINTS

NA

Compliance Date: Not Specified

Not In Compliance

Violation Reference  -  CCR 24 - 

3120B

Inspector Comments: 

Violation Description:  Effective September 2012, sign requirements changed. This is not a violation at this time but shall be corrected prior to the 2014 

pool season. Failure to comply may result in a violation. The new sign requirements are as follows:

All signs shall have clearly legible letters or numbers not less than 4 inches high, unless otherwise required, affixed to a wall, pole, gate or similar permanent 

structure in a location visible to all pool users. The following shall be posted:

a) Maximum number of pool users permitted for each pool.

b) "NO DIVING" at pools with a maximum water depth of 6 feet or less.

c) Where no lifeguard service is provided, a warning sign shall be posted stating, "WARNING: NO LIFEGUARD ON DUTY." The sign also shall state in 

letters at least 1 inch high, "Children under the age of 14 shall not use pool without a parent or adult guardian in attendance."

d) An illustrated diagram with text at least 1/4 inch high of artificial respiration and CPR procedures.

e) The emergency telephone number 911, the number of the nearest emergency services and the name and street address of the pool facility.

f) A warning sign for spa pools with "CAUTION" language.

g) Where pools were constructed for which lighting was not required, a sign shall be posted at each pool entrance on the outside of the gate(s) stating, "NO 

USE OF POOL ALLOWED AFTER DARK."

h) A sign shall be posted on the exterior side of gates and doors leading into the pool enclosure area stating, "KEEP CLOSED."

i) A sign in letters at least 1 inch high and in a language or diagram that is clearly stated shall be posted at the entrance area of a public pool which states 

that persons having currently active diarrhea or who have had active diarrhea within the previous 14 days shall not be allowed to enter the pool water.

j) A sign in letters at least 1 inch high shall be posted that describes the requirements for wave pools.

k) A sign shall be posted at each spray ground and be visible from any part of the spray ground that states, "CAUTION: WATER IS RECIRCULATED. DO 

NOT DRINK."

 Overall Inspection Comments

No summary comments have been made for this inspection.

Photo Attachments:

No Photo Attachments
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