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ACTION:

RESULT:

SERVICE:

IDENTIFIER: 

INSPECTOR

PERMIT EXPIRATIONREINSPECTION DATE

VILLAGE ON THE GREEN APARTMENTS 9/4/2015 Not Specified

417 -B W. FOOTHILL BLVD GLENDORA, CA 91741

FA0014399 2:20 PM  2:53 PM

Bennetta Betbadal

3716

None

025 - PLAN REVIEW

001 - CORRECTIVE ACTION NOT REQUIRED

055 - PLANS APPROVED

9400 FAIRWAY VIEW PL, RANCHO CUCAMONGA, CA 91730

SR0069944

RECREATIONAL HEALTH PLAN CHECK - PlnCk Pool Minor Remodel - all

IMPORTANT: Replacement of Suction Outlet Covers
Suction Outlet covers (anti-entrapment covers over main drains and skimmer equalizer outlets) shall be replaced upon expiration. The expiration (in years) is 

stamped on the front of each cover, indicating the amount of time the cover is valid after installation. Each replacement cover shall:

1. Meet the latest ANSI/APSP-16 performance standard

2. Be rated for the maximum designed flow-rate of the pump

Retain all records which indicate the make/model number of the replacement cover and date of installation. Records shall be made available to your 

inspector upon request.

 37K980 Plans - Plan Review Approved

Inspector Comments: Plan is approved for replaster of the spa.Compliance Date: Not Specified

Reference  -  HSC

Not In Compliance

Description:  Plans have been approved and this correction sheet is a part of the approved plans.

 37K272 Structure - Spa

Inspector Comments: Per new pool code, there should be 2 handrails for spa.  Please provide additional hand 

rail, ensure to check with city for approved rebars.

Compliance Date: Not Specified

Reference  -  Reference Number - SBC Policy

Not In Compliance

Description:  In existing spas, two (2) safety handrails must be provided when the bench is not flush with one (1) of the step treads.  One (1) handrail shall 

be installed at each side of the steps where the step drops off to the bench.

 Overall Inspection Comments

Surface Area: 36 square feet

Capacity: 1000 gallon

Flow Rate: 33 gpm

Main Drain Suction Line: 2.5" with 119 gpm at 8 fps

Skimmer Suction Line:2.5" with 119 gpm at 8 fps

Return Line: 2.5" with 149 gpm at 10 fps

Main drain and equalizer line covers: Paramount SDX

Filter: Pentair FNS-60 with 120 gpm

Proposed Pump: Pentair WFE-4 1 HP with 76 gpm

Booster Pump: Pentair WFE-8 2HP with 113 gpm
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