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10196 AMBROSIA WY, SAN BERNARDINO, CA 92408

PR0015254

RECREATIONAL HEALTH - Public Pool - Initial Pool at Facility

Based on an inspection this day, the items marked below identify the violation(s) in operation or facilities which must be corrected. Failure to correct 

listed violation(s) prior to the designated compliance date may necessitate an additional inspection to be billed at the hourly rate as provided in the 

San Bernardino County Code, Schedule of Fees.

Administrative Order to Show Cause (OSC): The Permittee has the right to a hearing if requested in writing within 15 calendar days of receipt of this 

notice, to show cause why the permit to operate should not be suspended or revoked; otherwise the right to a hearing shall be deemed waived.

See the following pages for the code sections and general requirements that correspond to each violation listed below.
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IMPORTANT: Replacement of Suction Outlet Covers
Suction Outlet covers (anti-entrapment covers over main drains and skimmer equalizer outlets) shall be replaced upon expiration. The expiration (in years) is 

stamped on the front of each cover, indicating the amount of time the cover is valid after installation. Each replacement cover shall:

1. Meet the latest ANSI/APSP-16 performance standard

2. Be rated for the maximum designed flow-rate of the pump

Retain all records which indicate the make/model number of the replacement cover and date of installation. Records shall be made available to your 

inspector upon request.

No Violations Cited

 Overall Inspection Comments

This re-inspection was conducted on 8/8/2016

Unsafe fencing was fixed. 

Observed extremely dirty spa and pool with a large amount of algae and solid wastes; extreme poor maintenance and 

non-functional bathrooms and shower; electrical hazard;  leaking and very poor maintenance of equipment  room. 

However, spoke to board president, Diane Jim Knox and she indicated that pool will be locked, not accessible to all 

tenants until next summer.

Enclosure must remain closed and secured. 

Contact EHS for inspection prior to reopen.

 Signature(s) of Acknowledgement

NAME:

TITLE:

Total # of Images: 0

Page 1 of 1 5:06:22PM5290 (0190) - OBSERVATION OIR - ver5/15 DA1RAT5YH 8/10/2016

http://www.sbcounty.gov/dph/ehsportal
http://www.amlegal.com/nxt/gateway.dll/California/sanbernardinocounty_ca/title1governmentandadministration/division6countyfees/chapter2scheduleoffees?f=templates$fn=default.htm$3.0$vid=amlegal:sanbernardinocounty_ca$anc=JD_16.0213B

