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40670 LAKEVIEW DR, BIG BEAR LAKE, CA 92315

PR0014163

RECREATIONAL HEALTH - Public Pool - Additional Spa at Facility

93
SCORE

Based on an inspection this day, the items marked below identify the violation(s) in operation or facilities which must be corrected. 

Failure to correct listed violation(s) prior to the designated compliance date may necessitate an additional inspection to be billed at 

the hourly rate as provided in the San Bernardino County Code, Schedule of Fees.

Administrative Order to Show Cause (OSC): The Permittee has the right to a hearing if requested in writing within 15 calendar 

days of receipt of this notice, to show cause why the permit to operate should not be suspended or revoked; otherwise the right to 

a hearing shall be deemed waived.

See the following pages for the code sections and general requirements that correspond to each violation listed below.
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IMPORTANT: Replacement of Suction Outlet Covers
Suction Outlet covers (anti-entrapment covers over main drains and skimmer equalizer outlets) shall be replaced upon expiration. The expiration (in years) is 

stamped on the front of each cover, indicating the amount of time the cover is valid after installation. Each replacement cover shall:

1. Meet the latest ANSI/APSP-16 performance standard

2. Be rated for the maximum designed flow-rate of the pump

Retain all records which indicate the make/model number of the replacement cover and date of installation. Records shall be made available to your 

inspector upon request.

 36K504 Water Quality – Non-Critical – Disinfectant level low

POINTS

1

Compliance Date: Not Specified

Not In Compliance

Violation Reference  -  HSC - 65529

Inspector Comments: Observed free chlorine at 1.18ppm. 

Maintain spa free chlorine between 3.0ppm and 10ppm.

Violation Description:  The minimum concentration of disinfectant residual in public pools shall be 1.0 ppm free-chlorine without cyanuric acid or 2.0 ppm 

free-chlorine with cyanuric acid. The minimum concentration of disinfectant residual in public spas, wading pools, and spray grounds shall be 3.0 ppm 

free-chlorine. The maximum concentration of disinfectant residual shall be 10.0 ppm free-chlorine.

The minimum concentration of bromine residual in public pools shall be 2.0 ppm. The minimum concentration of bromine residual in public spas, wading 

pools, and spray grounds shall be 4.0 ppm.

 36K508 Water Quality – Non-Critical – Water pH 7.2 to 7.8

POINTS

1

Compliance Date: Not Specified

Not In Compliance

Violation Reference  -  HSC - 65530

Inspector Comments: Observed pH at 8.0. 

Maintain pH between 7.2 and 7.8.

Violation Description:  The pool operator shall maintain public pool water at pH 7.2 to 7.8.

 36K526 Safety - Emergency shut-off switch

POINTS

1

Compliance Date: Not Specified

Not In Compliance

Violation Reference  -  CCR 24 - 

3138B.5

Inspector Comments: Observed emergency shut off switch only turning off the recirculation system and not 

the jets. 

Ensure that emergency shut off switch turns off both the recirculation and the jets when activated. Repair 

immediately. 

Inspector will return in 2 weeks to reinspect for compliance.

Violation Description:  A clearly labeled emergency shut off switch for the control of both the recirculation system and the aeration and/or jet system shall 

be installed adjacent to the spa pool.
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 36K548 Equipment - General Requirements - System Description

POINTS

1

Compliance Date: Not Specified

Not In Compliance

Violation Reference  -  CCR 24 - 

3123B.1

Inspector Comments: Observed flow meter bobbin corroded and stuck in column.

Repair/clean.

Violation Description:  Each pool shall be provided with a separate recirculation system designed for the continuous recirculation, filtration and disinfection 

of the pool water. The system shall consist of pumps, filters, chemical feeders, skimmers or perimeter overflow systems, valves, pipes, connections, fittings 

and appurtenances.

 36K556 Equipment – Plumbing labeled

POINTS

1

Compliance Date: Not Specified

Not In Compliance

Violation Reference  -  CCR 24 - 

3120B

Inspector Comments: Provide labels for direction of flow of water through recirculation system on plumbing by 

next routine inspection.

Violation Description:  The direction of flow for the recirculation equipment shall be labeled clearly with directional symbols such as arrows on all piping in 

the equipment area. Where the recirculation equipment for more than one pool is located on site, the equipment shall be marked as to which pool the system 

serves. Valves and plumbing lines shall be labeled clearly with the source or destination descriptions.

 36K562 Skimmers - Pool skimming systems

POINTS

1

Compliance Date: Not Specified

Not In Compliance

Violation Reference  -  CCR - 3136B

Inspector Comments: Observed float assembly missing from spa skimmer. 

Replace.

Violation Description:  The pool shall be equipped with one or more skimming methods to provide continuous skimming of the pool water and shall be 

capable of continually withdrawing not less than 100 percent of the flow rate. Each surface skimmer shall comply with the requirements in accordance with 

section 3136B, Title 24, California Code of Regulations.

 36K566 Lighting – Requirements

POINTS

1

Compliance Date: Not Specified

Not In Compliance

Violation Reference  -  CCR - 3115B

Inspector Comments: Observed underwater spa light not functioning during inspection. Observed GFCI to be 

functioning appropriately in that the breaker turned on and off when triggered, though it was not confirmed that it 

is indeed coordinated with the underwater spa light.

Ensure that underwater lights are functioning properly and coordinated with GFCI.

Inspector will return in 2 weeks to reinspect for compliance.

Violation Description:  Pools shall have underwater and deck lighting such that lifeguards or other persons may observe, without interference from direct 

and reflected glare from the lighting sources, every part of the underwater area and pool surface, all diving boards or other pool appurtenances.

 Overall Inspection Comments

No summary comments have been made for this inspection.
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